### NOTICE OF VIOLATION AND ORDER TO CORRECT

The hazards noted herein are in violation of the Florida Fire Prevention Code and/or Miami-Dade County Code and are deemed to be threats to life safety and/or property. You are hereby ordered to comply with the corrective measures prescribed. Nothing in this report supersedes any previously written, still existing violations for this occupancy.

Any person who believes they were incorrectly issued a notice of violation or that the violation cited is not applicable to their occupancy classification or believes aggrieved by any action or decision of this code may appeal to the Miami-Dade County Fire Prevention and Safety Appeals Board by filing a written notice within 30 days of receiving the Notice of Violation and Order to Correct. The appeal request must be submitted in writing to the Secretary of the Board. Information on filing an appeal can be obtained on the web at: [http://www.miamidade.gov/fire/request-appeal.asp](http://www.miamidade.gov/fire/request-appeal.asp). Filing of a written notice of appeal shall not stay the effect of any such action or decision which is the subject to the appeal. Section 14-36, Code of Miami-Dade County.

Please Note: A Life Safety Permit required by Section 14-39, Code of Miami-Dade County, to operate the above named occupancy will be issued upon correction of all outstanding violations and payment of fees assessed. Failure to obtain the required Life Safety Permit will result in enforcement actions including fines, citations, liens and/or orders to cease and desist operation.

<table>
<thead>
<tr>
<th>Viol.</th>
<th>Date Created</th>
<th>Comply by Date</th>
<th>Violation, Correction &amp; Comments</th>
</tr>
</thead>
</table>
| 1     | 1/19/16      | 2/18/16        | **Violation:** FFPC 5th Edition NFPA 1: 11.1.10 Covers. All panel board and switch boards, pull boxes, junction boxes, switches, receptacles, and conduit bodies shall be provided with covers compatible with the box or conduit body construction and suitable for the conditions of use.  
**Correction:** Provide proper covers in accordance with 11.1.10.  
**Comments:** PROVIDE A ELECTRICAL BOX COVER FOR ALL GFCI OUTSIDE AND BY RM 505. (CODE#806). |
| 2     | 6/1/18       | 7/1/18         | **Violation:** NFPA 1: 11.1.2.1 All new electrical wiring, fixtures, and equipment shall be installed in accordance with NFPA 70, National Electrical Code.  
**Correction:** Install all electrical appliances, fixtures, equipment in accordance with NFPA 70, National Electrical Code.  
**Comments:** COVER EXPOSED WIRES AT RM 411 CODE 809. |

We would like feedback on your experience with your Life Safety Inspection. Please take a minute to complete our survey at: [http://bit.ly/mdfr_2tcSXHm](http://bit.ly/mdfr_2tcSXHm)
<table>
<thead>
<tr>
<th>#</th>
<th>Date</th>
<th>Title</th>
<th>Description</th>
</tr>
</thead>
</table>
| 3 | 6/1/18   | 7/1/18  | **Violation:** FFPC 6th Edition, NFPA 1: 13.7.1.4.2 To ensure operational integrity, the fire alarm system shall have an approved maintenance and testing program complying with the applicable requirements of Sections 13.4 and 13.7.
|   |          |         | **Correction:** Have a fire alarm contractor perform all required inspections, tests, and repairs in accordance with NFPA 70 and NFPA 72; provide report clear of deficiencies or impairments; provide documentation of correction of any deficiencies or impairments listed therein.
|   |          |         | **Comments:** SERVICE FIRE ALARM CLEAR TROUBLES, CODE 410.                   |
| 4 | 6/1/18   | 7/1/18  | **Violation:** FFPC 6th Edition NFPA 1: 13.3.3.2 A sprinkler system installed in accordance with this Code shall be inspected, tested, and maintained in accordance with NFPA 25.
|   |          |         | **Correction:** Have fire sprinkler system inspected and tested by a qualified contractor; provide inspector with a copy of inspection and test report clear of any deficiencies or impairments or provide documentation that any deficiency or impairment found therein has been corrected.
|   |          |         | **Comments:** PROVIDE CURRENT DEFICIENT FREE ANNUAL FIRE SPRINKLER SYSTEM INSPECTION REPORT,YELLOW TAG CODE 599. |